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AlarmProcessFB_LAD [FB2]

AlarmProcessFB_LAD Properties

General
Name AlarmProcessFB_LAD Number 2 Type FB Language LAD
Numbering Automatic
Information
Title Author Comment Family
Version 0.1 User-defined ID

Name Data type Default value Retain
Input

Alarm Array[0..511] of Bool Set in IDB

Alm Array[0..31] of Word Set in IDB

Alarm_Rst Bool false Non-retain

Sound_Rst Bool false Non-retain

Output

Fault_Rst_Cmd Bool false Non-retain

Alarm_Light Bool false Non-retain

Alarm_Sound Bool false Non-retain

InOut

Static

Size Int 32 Retain

Alarm_OP Array[0..31] of Word Non-retain

Alarm_Buf Array[0..31] of Word Non-retain

Alarm_Chk_Flg Bool false Non-retain

NewAlarm_Chk_Flg Bool false Non-retain

Alarm_Flg Bool false Non-retain

NewAlarm_Flg Bool false Non-retain

Sound_Rst_Fp Bool false Non-retain

Sound_Rst_Flg Bool false Non-retain

Rst_Cmd_Out_Flg Bool false Non-retain

Light_Out_Flg Bool false Set in IDB

Sound_Out_Flg Bool false Set in IDB

Temp

Loop_Cnt Int

Alarm_RD Word

AlarmBuf_RD Word

NewAlarm_Value Word

New_Alarm Word

Constant

Network 1:

MOVE

0 #Loop_Cnt

false #Alarm_Flg

#NewAlarm_Flg

EN

IN

ENO

OUT1

EN

IN

ENO

OUT1

Network 2:

SWAP
Word

MOVE

MOVE

MOVE

#Alm[#Loop_Cnt] #Alarm_
OP[#Loop_Cnt]

#Alarm_
OP[#Loop_Cnt]

#Alarm_RD

#Alarm_
Buf[#Loop_Cnt]

#AlarmBuf_RD

#Alarm_RD #Alarm_
Buf[#Loop_Cnt]

EN

IN

ENO

OUT

Word

EN

IN

ENO

OUT1

EN

IN

ENO

OUT1

EN

IN

ENO

OUT1

LOOP

EN

IN

ENO

OUT

Word

EN

IN

ENO

OUT1

EN

IN

ENO

OUT1

EN

IN

ENO

OUT1

AT "Alarm"
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Network 3:

XOR
Word

AND
Word

#Alarm_RD

#AlarmBuf_RD
#NewAlarm_
Value

#NewAlarm_
Value

#Alarm_RD

#New_Alarm

EN

IN1

IN2

ENO

OUT

Word

EN

IN1

IN2

ENO

OUT

Word

EN

IN1

IN2

ENO

OUT

Word

EN

IN1

IN2

ENO

OUT

Word

Network 4:

Word
<>

#Alarm_RD

16#0

#Alarm_Chk_Flg

Network 5:

Word
<>

#New_Alarm

16#0

#NewAlarm_
Chk_Flg

Network 6:

#Alarm_Flg #Alarm_Flg

#Alarm_Chk_Flg

Network 7:

#NewAlarm_Flg #NewAlarm_Flg

#NewAlarm_
Chk_Flg

Network 8:

ADD
Int

Int
<

JMP

#Loop_Cnt

1

#Loop_Cnt

#Loop_Cnt

#Size

LOOP

EN

IN1

IN2

ENO

OUT

Int

EN

IN1

IN2

ENO

OUT

Int

Network 9:

P

#Sound_Rst

#Sound_Rst_Fp

#Sound_Rst_Flg

Network 10:

#Alarm_Flg #Light_Out_Flg #Alarm_Light

Network 11:
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#NewAlarm_Flg #Alarm_Flg #Sound_Out_Flg #Alarm_Sound

#Sound_Out_Flg #Sound_Rst_Flg

Network 12:

#Alarm_Rst #Alarm_Flg
#Rst_Cmd_

Out_Flg #Fault_Rst_Cmd


