利用报告系统错误诊断故障（TIA Portl V13)-赵根海
系统概述S7-400PLC系统，3个DP从站；1个屏；

1、硬件组态
[image: image1.png]Project Edit View Insert Online Options Tools Window Help Totalle) EEEE Jomation

F CrH saveproject 5 ¥ X9 5 2 MEER F coonline Jcoofiine i B x o 1| PORTAL
Devices | Topology view Network view |l Device view ]
EL-X) = L | =B @ [100% ] 1. FIARERE =]

& Master system: PLC_1.DP-Mastersystem (1)

PLC 1 Slave 2 slave 1 Slave 3 [
CPU 416-2DP IM153-2 IM153-2 IM153-2
PLC_1 PLC_1 PLC_1

2, A
PNIIE 1 » [ Drives & starters
= » [ Network components

¢ Newwor

~ [ PLC_1 [CPU 416.2DP]
¥ Device configuration
% Online & diagnostics
~ 2 Program blocks

I Add newblock
8 10_FLT1 [0882]
8 10_FLT2 [0B83]
2 Main [0B1] PLC_1.DP-Mastersys...
8 OBNL_FLT [0885] » [ Detecting & Monitoring
& Ps_FLT [0881] » [ Distributed 10

2 okt oss 3. CPU416-2DP(DPIit2) , SAMIEAEN3. 4. 5; DP » @i seces
S 1 R ; RSA00EULUATIES  REIPHHAR ; o

Program resources KTP1000 Ba...
~ 2 System diagnostics

43 RSE_DB [DB49]

& S oAGNOST.. -

= RSE_FB [F849]

= RSE_FC[FC49]

£ RSE_GLOBAL DB

< [0 |

| Details view

P ——————

I ——

PT—

|d properties  [*i}info ®] 2| Diagnostics

|| General [ i0tags | system constants | Texts

General
S o H PROFIBUS address E





2、激活报告系统错误选项；
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3、添加触摸屏，建立连接；
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4、添加系统诊断控件；
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5、保存编译，仿真在线；
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模块的诊断信息和屏的显示一致（可惜没有显示哪个从站的几号槽）；
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