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FLOW [FC51]

FLOW Properties

General

Name FLOW Number 51 Type FC Language LAD

Numbering Manual

Information

Title 差压方式测流量 Author YSS Comment Family CISDI

Version 2.0 User-defined ID FLOW

FLOW

Name Data type Offset Default value Comment

Input

IN Int 差压信号输入值

HI_LIM Real 刻度流量

K Real 温压补正系数

Output

FAULT Bool 流量异常

F Real 流量

InOut

Temp

M Bool 0.0

ALWAYS0 Bool 0.1 常 0

W1 Word 2.0

R1 Real 4.0

tempSave Bool 8.0

Constant

Return

FLOW Void
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Network 4: 20170911added for yss

RET

#tempSave RLO

#tempSave


