
 
 

 

 

 

 

 

 

 

 

 

SINAMICS S120  
How to Configure Motor Temperature Signal in SINAMICS S120 
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SINAMICS S120  

 

PTC PT100 KTY84

MoMo TM31 SMx TM120

P0600 P0601

 
 

Sensor 
Type 

Channel 

Number of 
Temp. 

Channels 
PTC PT100 KTY84-130 Bimetallic 

NC Contact 

SMx 1     1) 
CUA31 1     

CU310/CUA32 2 2)     
MM Booksize 1     
MM Chassis 1     
PM Chassis      

TM31 1     
TM120  3) 4     
1) Bimetallic NC Contact SMx SMC30 SME120 3

SME125 3 SME25  
2)  2  X120 X210 15

 
3) FW V4.3 TM120 4  
 

1  
 

Bimetallic NC Contact

DI

PTC KTY84

 

PTC

S120

PTC

1650 A07910

P0606 F07011

PTC  

 

T/  C 

R/  

1 PTC  
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r0035 -200  

KTY84 PT100  

 

S120  

P0604 A07910  

P0605  

F07011 P0610  

KTY84  

PT100  

r0035  

 

 

 

STARTER  

Drives Vector_02  

Messages and Monitoring  

Motor Temperature  

 

 

 

 

T/  C 

R/  

2 PT100  
        EN 60751  
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1 

1 KTY84 X21.1 X21.2

P604 P605

 

 
4  

2 

FirmwareV4.3 CU320-2DP S120 4

4 PTC TM120 <Drive 

DO>.P600 = 20 P608 BICO TM120

Input/output components TM120 Inputs/Outputs 5

<Drive DO>.P608.0 2~4  

<Drive DO>.P608.0 = <TM120 DO>.r4105.0 

<Drive DO>.P608.1 = <TM120 DO>.r4105.1 

<Drive DO>.P608.2 = <TM120 DO>.r4105.2 

<Drive DO>.P608.3 = <TM120 DO>.r4105.3 

C 

C 
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4  

 
5 TM120  

 

 

 

 

 

 

 

 

 

 
 

F0586 

 

http://www.ad.siemens.com.cn/download/feedback.aspx
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http://www.ad.siemens.com.cn/download/DocList.aspx?TypeId=0&CatFirst=85    

 http://support.automation.siemens.com/CN/view/zh/10803928/130000  

“ ” http://www.ad.siemens.com.cn/service/answer/category.asp?cid=1038   
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