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A.2 Parameter data record 128 

Structure of data record 128 for entire module 

 
Figure A-1 Parameter data record 128 

Header information 
The figure below shows the structure of the header information. 
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Module header information 
The figure below shows the structure of the header information for a module. 

 
Figure A-2 Module header information 

Module parameter block 
The figure below shows the structure of the module parameter block. 

Enable a parameter by setting the corresponding bit to "1". 
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Figure A-3 Module parameter block 

You can find format details about the Process data variants in the section Overview of the 
Process data variants (Page 126). 

Channel header information 
The following figure shows the structure of the header information for a channel. 
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Channel parameter block 
The figure below shows the structure of the channel parameter block, for one AC power 
phase. The channel (phase) data structure is the same for all 3 AC power phases. 

Enable a parameter by setting the corresponding bit to 1. 
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